The strategies of distribution network reconfiguration are applicable for minimizing power loss and saving electrical energy in the distribution system. Network reconfiguration is usually represented by constant load demand so ignoring the variability of load demand causes uncertainty and misleading results in the minimization of power loss. This paper consists of two parts: first, the reconfiguration was accomplished using an optimization framework based on constant load to find sets of optimal switches. The minimization of active power loss was taken as an objective function while bus voltage, branch current and system radiality were taken as system constraints. The study was applied to a 33-bus test distribution network, which is exceedingly used as test examples for solving reconfiguration problems. Second, lists of the configurations set obtained from the first part, as well as other different optimization methods proposed earlier under constant load demand were taken as test switches. Additionally, the network in the presence of distributed generators was taken to analyze the reconfiguration under an active network. Two types of load demands; the variable load and voltage-dependent load, are proposed to represent the practical load demands. This paper presents a new method for good analysis as it defines the effect of loading levels and loading patterns on a distribution system performance for passive and active networks. The proposed approach tries to find the actual power loss under different characteristics of loads. Therefore, the probable benefit of this approach is the contribution to providing more flexibility for electrical utilities in terms of distribution system operation, while also opening new prospects in the automation of smart distribution systems.
Introduction
Loss minimization is currently utilized in order to enhance the efficiency of the distribution system. Capacitor placement, conductor grading, feeder reconfiguration and distributed generator (DG) allocation are good techniques for minimizing power loss [1] . However, adding these techniques into the distribution system requires a high installation cost. Network reconfiguration can be accomplished through the reconfiguration of sectionalizing and tie switches. Through this procedure, power loss is minimized and the voltage profile is improved by considering the operating constraints without any additional costs [2] . Reconfiguration may become fundamental in order to reduce stress on some system components, for example, line or transformer units. Reconfiguration is traditionally done by knowledge-based operators; therefore, solving reconfiguration problems by conventional methods takes a long time [3] . In order to obtain better results and reduce the computational burden, optimization methods are extensively used to solve this problem. Previous studies addressing network reconfiguration have tended to minimize power loss with constant load demand. Distribution network reconfiguration is a complex constrained optimization process in the operation of a power system. It is an alternative used to reduce technical loss in distribution feeders [4] . Therefore, reconfiguration is an efficient and necessary approach to saving electrical power and enhancing the performance of a distribution system [5] . It plays a major role in reducing loss and improving the voltage profile without any additional costs. Therefore, the research on distribution networks has focused on loss minimization and voltage regulation using the reconfiguration [1] . Different techniques for minimizing loss and enhancing voltage using reconfiguration have been developed and published in the literature via various routes; however, only a few reconfiguration procedures are looking at this issue. Network reconfiguration in distribution systems was first proposed by Merlin and Back [6] by using a branch and bound method; the methodology that followed was to start with a meshed network. A new radial network was made by initially closing all switches in the network, before the switches were opened one at a time. The Merlin method requires more time to compute and was later modified by Shirmohammadi and Hong [6] by opening the switches one after another without the simultaneous switching of the feeder reconfiguration and shaping the optimal flow design in the network. Imran and Kowsalya [2] , proposed a good concept for enhancing the voltage profile and reducing active power loss in distribution networks by using the Fireworks Algorithm (FWA) for the reconfiguration of the distribution network. The FWA was applied on two standard systems with the aim of minimizing power loss and voltage deviation in the distribution network. Kumar and Jayabarathi [7] proposed a new method for optimal configuration with the aim of minimizing the loss based on the Bacterial Foraging Optimization Algorithm (BFOA). Naveen et al. [8] proposed network reconfiguration for loss minimization via modification in the BFOA. Gupta et al. [9] and Duan et al. [10] presented their methods to reduce power loss based on the Enhanced Genetic Algorithm (EGA). Saffar et al. [11] proposed a new combined method between fuzzy and ant colony search-based algorithms where power loss reduction and load balancing were the main objectives. Carpaneto and Chicco [12] proposed the application of a hyper-cube ant colony optimization framework on the test system to find the optimal configuration with the objective of power loss minimization. The Cuckoo Search Algorithm (CSA) proposed by Nguyen and Truong [13] for network reconfiguration had two objectives, which were to enhance the voltage profile and reduce power loss. de Oliveira et al. [4] presented a methodology with the aim of minimizing energy loss by applying Artificial Immune (AI) on a 33-bus test network.
The available literature investigating network reconfiguration for power loss minimization usually considers a constant load demand scenario. The representation of load demands in network reconfiguration has received less attention in the available literature. Thus, these methods consist of drawbacks with respect to the practical load demand. All the above mention papers have focused only on the constant load demand and the variation in load demand has not been considered. Ignoring the variability of the load demand causes uncertainty in the distribution system for the minimization of power loss. In addition, eliminating the variation could underestimate the total power loss for electrical utilities. Furthermore, the reconfiguration switches set obtained using the different methods are not the same due to the dissimilarity in the objectives. In this paper, the modified particle swarm optimization (MPSO) algorithm is proposed as a way in which to overcome the limitations of network reconfiguration to obtain an optimal solution with the objective of minimizing active power loss. A comparative study was conducted based on static loads, variable demand levels, different loading patterns in the presence of DGs. The MPSO based technique has been applied to a 33-bus network with the aim of reducing the active power loss. The system was created, programmed and implemented Energies 2017, 10, 455 3 of 19 using a MATLAB R2014a environment. The voltages were calculated at every bus in the distribution network under steady state and balanced three phase load demand conditions; the program calculated both the current and the active power loss in each branch. The results obtained by applying the optimization framework have been compared to results from other parallel methods for network reconfiguration with a constant load demand, which was available in the literature. Depending upon the season, day time, and weather, the characteristics of the practical load values are changed. For variable load demand (constant load multiplied by the ratio µ), where µ represents the value of the load variation ratio, the feeder loads are linearly changed from the light load level (µ = 0.75) up to peak load level (µ = 1.25) with a step change of 12.5%. In each step change, the total active power loss, total reactive power loss, total apparent power loss, average voltage and minimum voltage were evaluated. The voltage-dependent load is one of the load demand characteristics which effects active and reactive loads, although there are different types of loads that exist in actual power systems. Therefore, load type and voltage exponents are identified as part of new load demands. In this paper, the residential and commercial load classes with different exponent values are given to represent different load patterns. The main point of this work is to analysis the network reconfiguration under different perspective view with respect to load models. This approach enables a predefined set of multiple reconfigurations to be interchanged, therefore, it is required for an automated modern distribution network for operation and planning. This work manages the proposition above to highlight proficient arrangements, and is arranged as follows.
The problem formulation will be discussed in Section 2 and include power flow equations, the objective function, the constraints that were taken in this work and the new average voltage concept. The proposed reconfiguration technique is outlined in Section 3. In Section 4, the simulations of the study carried out on the 33-bus standard distribution network and in the presence of DGs with static, variable load and different pattern demands is presented. Section 5 provides the results that show that an improved configuration can be realized in comparison with other methods with a discussion of these results. Finally, Section 6 concludes this paper.
Problem Formulation

Power Flow
By applying the load flow, total power loss can be calculated from Figure 1 . The voltages at nodes i and i + 1 are V i ∠δ i and V i+1 ∠δ i+1 , respectively and given in Equations (1) and (2); where V i ∠δ i and V i+1 ∠δ i+1 are the sending end and the receiving end node voltages. The current I j from node i to node i+1 is given in Equation (3), and the Total Active Power Loss (TPL); Total Reactive Power Loss (TQL); and Total Apparent Power Loss (TSL) in the system for a number of branches N b are given in Equations (4)-(6), respectively:
(1)
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where R j , X j and Z j are the resistance, reactance and impedance of jth branch, respectively; PL i , QL i are the active and reactive power, respectively at the node i; PL 1 = 0, QL 1 = 0, V 1 = 1, δ 1 = 0; TPL, TQL, TSL are the total active power loss, total reactive power loss and total apparent for all N b branches; and I j is the total current of the active and reactive component flowing between ith and (i + 1)th buses. 
Objective Function
The reconfiguration can be defined as the process of changing the status of the network switches to achieve a required aim. Loss minimization, load balancing, a maximum of minimum bus voltage, and maximum voltages up to nominal are the most frequent objective functions for network reconfiguration. In this paper, the objective function was to minimize the active power loss while overcoming the operational limitations. The objective function applied to find the minimum value of total power loss is shown in Equation (7) .
where x is the control variables vector; Tiei is the state of the ith tie switch; and Swi is the switch number.
Most similar distribution network reconfiguration algorithms combine the index of TPL with the index of minimum voltage as a multi-objective optimal problem. The proposed objective is a mono-objective function; therefore, this design is more reasonable. According to the following case study, it is disclosed that the algorithm being compared with the proposed cannot achieve the minimum TPL due to the compromise with the index voltage. In fact, pursuing a voltage that is as high as possible in range is unreasonable. The reason lies in the fact that the utility has provided qualified power to the customer by means of the allowable voltage range limitation. Thus, the utility needs to pursue its maximum profit, that is, the single minimum TPL should be an appropriate goal. As for the power quality, different from the minimum voltage, an index of average voltage should replace it, which should be a reasonable index to evaluate the power quality from the viewpoint of utility and customers, which should be designed as follows.
Constraints
In any network reconfiguration, the power flow analysis can be achieved by calculating the bus voltage, branch current and power loss of a network of every branch. The requirements of the objective function:
1. Bus voltage ought to be inside the upper and lower limits as shown in Equation (8) . 
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where V i,min and V i,max are the minimum and maximum voltage boundaries of bus i; N b represents the total number of branches. 2.
Branch current magnitudes should not exceed the designed overcurrent limitation of each branch as shown in Equation (9) .
where I j,max is the current upper limit of branch j; N n represents the total number of buses in distribution network. 3.
Always keep the network structure as radial as shown in Equation (10).
where A is the incidence bus matrix.
Average Voltage Concept
The V min index is usually used in distribution network voltage studies. In network reconfiguration analysis, the V min index is not good enough to choose the best solution because the resources of negative power compensation is inadequate to boost the V min above 0.95, which is the code voltage. In addition, it is hard to deal with many bus voltages to decide whether or not there has been a voltage improvement in the distribution network as voltage improvement may have taken place in some buses and not in others, or may have even become worse in some buses. In this paper, a new index of average voltage is proposed to manage all buses voltages and satisfy most of the electrical utility constraints. The index is given in Equation (11) .
where V av is the average voltage of the system; V i is the voltages at bus i; N n is the number of network buses.
Reconfiguration Method
Network reconfiguration is a method of changing the topological regulation of the distribution network's feeders by changing the state of switches (designed for both security and configuration managing) with an operating system guarantee of satisfying the constraints [13] . Therefore, the switching operation for branch exchange is the basic control action in network reconfiguration [1] . For a large network, the difficulty of network reconfiguration is finding in the status (open or closed) the optimal configuration and the ability to handle switches to assure sections of the network. The primary aim of network reconfiguration is to determine the topology in which the active power loss is minimized to be as low as possible [14] . To reach optimal configuration, any proposed algorithm for optimization should be run a few times with a different random parameter set each time [15] , where the random values of the parameters may give better or worse results to the reference objective [16] . The switches set are chosen based on the enhancement in the objective function. In the MPSO algorithm, particles move to be close to the best position and find the global minimum point [17] . The worse result is neglected while the better one is stored and recorded as the optimal result unless a better one is obtained, and is represented by Pbest i . Thus far, the best global position of the swarm initiate is indicated by Gbest i .
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The particle swarm optimization (PSO) was first proposed by Eberhart and Kennedy [17] . The PSO algorithm was developed as an optimization technique, and was inspired by the collective behavior of free animals. The PSO has been broadly recognized as a global optimization algorithm, and is a population-based, self-versatile, stochastic optimization method [18] . The mathematical modeling and simulation swarm of birds look for food (particles) [19] and the particles move around the multi-dimension look space until they locate the ideal result. Based on the discussion above, the velocity equation for the PSO is as follows:
where old inertia weight w old = constant; old learning factors c old 1 = constant; c old 2 = constant. The equations for the MPSO is as follows: -Velocity upgrading of each particle per Equation (13) 
. . , N par -Position updating according to Equation (14)
Inertia weight updating according to Equation (15)
The implementation of the network reconfiguration in real-time simulation required fast evaluation of the configuration. In addition, in distribution system automation, fast optimization is required to manage configuration issues. Therefore, in this paper, the inertia weight is modified to w new , according to Equation (15) to enhance the speed control performance of the previous record of velocities on the present velocity. Gradually, during the simulation, the value of w new decreases linearly from w max to w min by increasing the iteration k. c new 1 , c new 2 given in Equations (16) and (17), which are the new learning factors of the stochastic acceleration terms coefficients. The old learning factors are modified to a random value between [0, 1] instated of constant values. This randomly increases the probability of the PSO algorithm to reach the optimal solution faster than the constant values.
where k is the iteration count; k max is the maximum iteration; v ij k+1 is dimension i of the velocity of particle j at iteration k; S ij k+1 is dimension i of the position of particle j at iteration k; w new is the inertia weight; w max is maximum inertia; w min is minimum inertia; Pbest ij k is dimension i of the own best position of particle j until iteration k; Gbest ij k is dimension i of the best particle in the swarm at iteration k; N D dimension of the optimization issue; N par number of particles in the swarm; and r 1 , r 2 are the irregular quality created between [0, 1]. The algorithm of the MPSO is written below in Algo1.
Algo1
Step 1: Start.
Step 2: Set initial (generation of the swarm, velocity, Pbest matrix, random Gbest, w max and w min ).
Step 3: Read system data and perform load flow. Step 4: Set maximum iterations = iter.
Step 5: Calculate fitness function for Pbest.
Step 6: Iter = iter − 1.
Step 7: Update (velocity using Equation (13), position using Equation (14) and weight coefficient using Equation (15)).
Step 8: Calculate fitness function for each particle.
Step 9: If not satisfying all constraints in Equations (8)- (10) then go to Step 6; otherwise go to
Step 10.
Step 10: If particle fitness > Pbest fitness then go to Step 6; otherwise go to Step 11.
Step 11: Pbest fitness = particle fitness.
Step 12: If iter = 0 then go to Step 13; otherwise go to Step 6.
Step 13: Print the results (switches sets, TPL, TQL, TSL, V av , V min ).
Step14: Stop.
MPSO Parameters
The parameters of the PSO and MPSO algorithms for the standard 33-bus network are given in Table 1 . The load demands (active and reactive) in the buses are changed linearly from the light load (µ = 0.75) up to the peak (µ = 1.25) load demand with a step change of 12.5%. In each load demand level, the status of opened switches, total active power loss, total reactive power loss, total apparent power loss, average voltage and minimum voltage are calculated under different configurations. Where the proposed approach supports the operators in distribution systems to select the best configuration that provides minimum power loss under the changes in load demand level by µ. The load demand varies as in Equations (18) and (19) .
where µ represents the value of the load variation ratio; and PL i0 and QL i0 represent the reference constant active and reactive power of the ith load. The algorithm of Case 1 is written below in Algo2.
Algo2
Step 2: Read line and load data of the test network.
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Step 3: Compute the new PL i and QL i using Equations (18) and (19) .
Step 4: Read the tie-lines configuration set.
Step 5: Perform load flow on new load demand (active and reactive).
Step 6: Print the results (switches sets, TPL, TQL, TSL, V av , V min ).
Step 7: Repeat steps 4-6 and find the results based on the different configurations.
Step 8: Find the optimal switches set based on the objective function.
Step 9: Repeat steps 2-8 and find the results based on the different ratio µ.
Step 10: Stop.
Case 2
Modern power systems are a complex mixture of static and dynamic elements, working in different configurations [20] . A constant load model that represents the power relationship to voltage magnitude and frequency can be defined as a polynomial load [21] . The general form of a load model, consisting of real and reactive power dependences on voltage (V) and frequency (f ), is as shown in Equations (20) and (21) .
where (PL i ) and (QL i ) are the active and reactive load demand; f PL , f QL are the functions of active and reactive load demand of the system. A load dependence on frequency is often neglected since voltage changes are much more frequent and more noticeable than the changes in system frequency [22] . In this work, the frequency is kept constant by the main grid connection; therefore, Equations (22) and (23) represent the load model depending on the changes in bus voltages. Demands were changed to be voltage-dependent, and network reconfiguration was modified to the voltage profile of the network buses. Therefore, demand behavior changed with the network reconfiguration. To perform the actual active and reactive load, the load was represented as voltage-dependent as given in Equations (22) and (23) .
Additionally, Equations (22) and (23) represent a ZIP model, where Z, I, and P represent the load components of constant impedance, constant current, and constant power, respectively. The parameters (p 1 and q 1 ), (p 2 and q 2 ), and (p 3 and q 3 ) in Equations (24) and (25) represent the relative participation of constant impedance load, the constant current load, and the constant power for the active and reactive loads, respectively. PL i0 and QL i0 are the references active and reactive power of the ith consumer at rated voltage V i0 = 1 per unit. V i is the per unit supplying voltage of the ith consumer.
Equations (22) and (23) can be rewritten as Equations (26) and (27), respectively, for the voltage-exponential load.
α and β in Equations (26) and (27) represent the voltage-exponents characteristics of active (PL i ) and reactive (QL i ) load demand, respectively; α and β can be calculated in Equations (28) and (29), respectively. The values of the active and reactive power exponents used in this work are shown in Table 2 . The algorithm of Case 2 is written below in Algo3.
Algo3
Step 2: Read line data and system data (including PL i0 and QL i0 ), α and β.
Step 3: Set V i0 = 1.
Step 5: Perform load flow and calculate V i .
Step 6: Compute active and reactive power demand (PL i0 and QL i0 ).
Step 7: Compute the new PL i and QL i using Equations (26) and (27).
Step 8: Perform load flow based on new PL i and QL i .
Step 9: Print the results (switches sets, TPL, TQL, TSL, V av , V min ).
Step 10: Repeat steps 4-9 and find the results based on the different configurations.
Step 11: Find the optimal switches set based on the objective function.
Step 12: Repeat steps 2-11 and find the results based different α and β.
Step 13: Stop.
Case 3
DGs are an alternative technique for loss minimization in distribution networks. Few types of research have been done on reconfiguration in parallel with the DG placement [24] . In this case, multiple DGs were taken (calculated by other researchers) to analyze and demonstrate the proposed approach on the active network by applying both Algo2 and Algo3 separately to the test network.
Case Study
In order to achieve the effectiveness of the proposed method, the operating example was set on a medium voltage distribution network. The standard 33-bus as medium scale distribution network was used here, whose base topology is shown in Figure 2 . It is exceedingly used as a test example in solving network reconfiguration problems to estimate the efficiency of the proposed approach for minimizing the active power loss in distribution networks.
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Results and Discussion
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Network reconfiguration based on constant load demand for the standard 33-bus test network is implemented for both the conventional PSO and the MPSO. Figure 3 shows that both the PSO and MPSO reached optimal power loss (139.55 kW); PSO reaches the optimal solution after 71 iterations, while MPSO reaches the optimal solution after only 31 iterations. Therefore, the proposed MPSO is faster than the conventional PSO by 230%. Table 3 explains the contrast between the proposed algorithm and some other algorithms mentioned in References [2, 8, 13, 25] , regarding the switches status, active power loss, reactive power loss, apparent power loss, average voltage and minimum voltage. The Vmin of all the methods is just below 0.95, which means that Vmin is not sufficient to be an index that is desirable, while the index of Vav is ideal for showing whole grid situations. It was noticed that the best reconfiguration of switches set was (s07, s09, s14, s32, s37) for the test network with constant feeder load demands because of its minimal apparent power loss, Table 3 explains the contrast between the proposed algorithm and some other algorithms mentioned in References [2, 8, 13, 25] , regarding the switches status, active power loss, reactive power loss, apparent power loss, average voltage and minimum voltage. The V min of all the methods is just below 0.95, which means that V min is not sufficient to be an index that is desirable, while the index of V av is ideal for showing whole grid situations. It was noticed that the best reconfiguration of switches set was (s07, s09, s14, s32, s37) for the test network with constant feeder load demands because of its minimal apparent power loss, while Table 3 explains the contrast between the proposed algorithm and some other algorithms mentioned in References [2, 8, 13, 25] , regarding the switches status, active power loss, reactive power loss, apparent power loss, average voltage and minimum voltage. The Vmin of all the methods is just below 0.95, which means that Vmin is not sufficient to be an index that is desirable, while the index of Vav is ideal for showing whole grid situations. It was noticed that the best reconfiguration of switches set was (s07, s09, s14, s32, s37) for the test network with constant feeder load demands because of its 
Result of Case 1
The simulation results were compared with other algorithms which have considered reconfiguration under constant load level. There are four levels of load demand starting from µ = 0.75 to µ = 1.25 with step changes of 12.5%. Tables 4-7 show the switch set (s07, s09, s14, s32, s37) had minimum active power loss compared with other methods at different load levels. Table 3 shows the results of Case 1 at µ = 1. The voltage profile of the 33-bus network under different load steps before (with configuration set s33, s34, s35, s36, s37) and after (with configuration set s07, s09, s14, s32, s37) are shown in Figure 5 . From Tables 4-7, it is noticed that the average voltage improved by decreasing µ. The total active power loss was the minimum when µ = 0.75, and was the maximum when µ = 1.25. The voltage profile of the 33-bus network under different load steps before (with configuration set s33, s34, s35, s36, s37) and after (with configuration set s07, s09, s14, s32, s37) are shown in Figure  5 . From Tables 4-7, it is noticed that the average voltage improved by decreasing µ. The total active power loss was the minimum when µ = 0.75, and was the maximum when µ = 1.25. Tables 8-15 show a comparison between the reconfiguration for different methods and different load patterns (all seasons). It was noticed from these tables that the reconfiguration pattern (s07, s09, s14, s32, s37) had the minimum TPL compared to other methods and outperformed them in terms of active power loss reduction. It was also observed that both the TQL and TSL for the optimal set were the minima for Tables 8-15 . In addition, it was observed that with different configurations, there are different TPL. This variation resulted from the variation in load demand, which is one of the characteristics of practical loads. Tables 8-15 show a comparison between the reconfiguration for different methods and different load patterns (all seasons). It was noticed from these tables that the reconfiguration pattern (s07, s09, s14, s32, s37) had the minimum TPL compared to other methods and outperformed them in terms of active power loss reduction. It was also observed that both the TQL and TSL for the optimal set were the minima for Tables 8-15 . In addition, it was observed that with different configurations, there are different TPL. This variation resulted from the variation in load demand, which is one of the characteristics of practical loads. The voltage profiles of the 33-bus network with different load patterns at normally opened switches (s33, s34, s35, s36, s37) before and after at the best optimal reconfiguration (s07, s09, s14, s32, s37) are shown in Figure 6 . 
Result of Case 2
Result of Case 3
In this case, 
In this case, multiple DGs were calculated by Reference [24] and both Algo2 and Algo3 were applied to the new network separately. Reference [24] considered the DGs placement with reconfiguration under constant load level. The amount of active power of the DGs at unity power factor were 0.5996 MW at bus 32, 0.3141 MW at bus 33 and 0.1591 MW at bus 18, with configuration set (s07, s09, s14, s28, s32 ). In addition, other DG sets (1.125 MW at bus 30, 0.592 MW at bus 15 and 0.526 MW at bus 12) with configuration set (s07, s09, s14, s32, s37) were taken to compare the results under different load demands which represent what may happen during the year (all seasons). The results given in Tables 16-19 demonstrate the effectiveness of the proposed approach for analyzing the system under different load demand conditions with multiple DG units. Additionally, the set (s07, s09, s14, s32, s37) with its mentioned DGs had minimum active power loss compared with the others under the same conditions of load variation. 
Conclusions
This paper presented the performance analysis of distribution system under different load demands. The main contributions of this paper are highlighted as follows: Firstly, in the field of distribution network reconfiguration, the variable load modeling technique is introduced in this paper, which is presently missing in the literature of this field. Second, a suitable objective function, the minimization of the active power loss in electrical utilities, is chosen as the objective function of distribution network reconfiguration, which is more reasonable from the viewpoint of utility since the benefit of the customers has been ensured by means of the given voltage limitation. Pursuing a higher minimum voltage through sacrificing the TPL further is unfair to the utility. Third, an average voltage is proposed to replace the minimum voltage as a new index to evaluate power quality, which is a more appropriate index from the viewpoint of both sides. Fourth, in order to estimate the effect of the proposed approach, the PSO and MPSO were successfully applied to the standard 33-bus network based on constant load demand. In order to enhance the speed control performance of the previous record of velocities on the present velocity, an inertia weight is designed. It is found that the proposed MPSO is faster than the traditional PSO by 230%. Fifth, the configuration set obtained from the MPSO, with other different optimization methods under constant load demand, is taken as test switches based on variable loads, different pattern loads without and within the presence of DGs, in order to be used by distribution operators. Different values of the load variation ratio and different exponent values are used in this analysis to illustration the practical load behavior. The results were compared with other, different sets available from an investigation of articles on distribution network reconfiguration for power loss minimization. From the test results of the test network, it was observed that the proposed solution was the best optimal configuration and had the greatest minimum power loss based on different cases. Therefore, the proposed approach can provide good analysis as well as find the best set solution for optimal distribution operation under different load conditions.
